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SERVICE CLASIFICATION NO.  11 
BUY-BACK SERVICE 

 
Common Provisions - Continued 

 
Interconnection and Operation – Continued 

 
1. – Continued 

 
 (B)  Other Requirements - Continued 

 
(4) Where the Customer operates in parallel, the Customer shall provide and maintain on its premises all 

necessary facilities, as specified by the Company, for connecting the Company's feeder cables to the 
Customer's generating station, including transformers, circuit breakers, and all equipment and facilities 
necessary and required for synchronizing the Customer's generating plant with the Company's system and 
for controlling the flow of energy and wattless current and for protection of the interconnected systems. 
Such required facilities may include a communication system between the Customer's generating plant 
and the Company's system or district operator consisting of transmitting equipment and a 
communications path such as a leased telephone line or lines connecting these points to provide transfer 
trip of the Customer tie. Voice communication and telemetering of loads shall be provided at the 
Customer's expense. 

 
(5) The Customer is solely responsible for providing adequate protection for Customer's facilities operating 

in parallel with the Company's system. Except where caused by the Company's negligence, the Company 
will not be liable for, and the Customer shall indemnify and hold the Company harmless for damages to 
the property of the Company or others or injuries to persons arising out of any occurrence related to the 
Customer's ownership, use or operation of the Customer's facilities. 

 
(6) The Customer shall provide suitable equipment, including indicating and recording instruments and 

telemetering, required by the Company for the proper operation and monitoring of the interconnection. 
The Customer's authorized representative in charge of the operation of the Customer's generating plant 
shall cause readings of the aforesaid meters to be taken at such intervals as may be required by the 
Company. The Customer will maintain a log record of such readings as part of the log records of the 
Customer's generating plant. Such logs will be made available for Company inspection and review at the 
Company's request. 
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