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GENERAL RULES 
 
20.  Standby Service - Continued 

 
20.2  Interconnection and Operation - Continued 

 
20.2.2 -Continued 

 
(B)  Other Requirements 

 
(1) Customers’ applications to attach parallel generation equipment to the Company’s 

distribution system will be made using the applications set forth in the SIR.  Applications 
for service for generation facilities with a total nameplate rating greater than 15 kW must 
be accompanied by a non-refundable $350 application fee. 

 
(2) Assuming the conditions of the Standardized Interconnection Requirements are met, the 

Company and the Customer will execute the New York State Standardized Contract set 
forth in Addendum-SIR. 

 
(3) The installation and parallel operation of generation facilities will be in accordance with 

the Standardized Interconnection Requirements.  
 
(4) Parallel operation of synchronous generators with the secondary network system will be 

permitted only if, and to the extent, such operation does not jeopardize the adequacy or 
reliability of service to the Company’s other Customers. 
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