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GENERAL RULES 
20.  Standby Service and Standby Service Rates - Continued 

 
20.2  Interconnection and Operation 

 
To receive Standby Service, the generator may be connected either for: (a) parallel operation with the 
Company's service, or (b) isolated operation with standby service provided by the Company by means of a 
double-throw switch. 
 
Customers who take Standby Service are subject to the interconnection and operation requirements as 
described in General Rule 8.4. 
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